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JACK P. &
CAROL T. MOORE

INSTALL 6" LINE STOP AND CAP
ON EXISTING MAIN NO MORE THAN
2’ WEST OF EXISTING :
ABANDON EXISTING WATERMAIN WEST
SEE SPECIFICATIONS FOR

.‘ /

MARATHON .
GAS STATION-"

N
N

3 | ABANDONMENT DETAILS KATHY J WALKER
/ ' EXISTING 6" WATERMAIN
{ ! O BE ABANDONED IN _
A\ EXISTNG ROW. | u/ W PLACE AFTER NEW MAIN
3, j .
s Suw P wm \ W 1f
2 l BT, \ i /::{ /

: rDEFLECT

¥
INSTALL 6" LINE STOP AND CAP
ON EXISTING MAIN NO MORE THAN
-2 EAST OF PROPOSED CONNECTION
\PO!NT SEE SPECIFICATIONS FOR
ABANDONMENT DETAILS

% \o POWER POLE
N ks

PIPE AROUND

40 STA.

Wﬁ%‘é' SECTION COUNTY | glSEo% S'NOEE.
556 | 04-00118-03-BR | SANGAMON | 25 12
TO STA.

FED. ROAD DIST. NO.5| LLINOIS | FED. AID PROUECY

Z

INSTALL 6" TAPPING SLEEVE,
TAPPING VALVE AND VALVE BOX,
INSTALL. 90" HORIZONTAL BEND
AND PIPE TO CONNECT 70

EXISTING MAIN UNDER PRESSURE

SEE NOTE 5§

REVISIONS

NUMBER BY

DATE

0 1 2
.
THIS BAR 15 EQUAL TO 2"
AT FULL SCALE (34%22).

ol

STA. 1013+5.33, 21.3° RT—"
CONNECT PROPOSED MAIN
TO EXISTING STUB ON
WATER STREET MAIN

RO,

XISTING

I
4

& TEETING RO, /
12
=
(€]

j EXISTING R.OW

|

PARKfNG

Qe
28;

STA. 1013+43.19,

RECONNECT EXISTING
FIRE HYDRANDT FOR
FLUSHING PURPOSES,
THEN REMOVE. SEE

SPECS. FOR DETAILS

PROPOSED é”-/
WATERMAIN 7
EXISTING TELEPHONE

STA. 1014+80, 24.7" RT.

INSTALL 6" GATE VALVE

AND VAULT, SEE TYPICAL
I

{
i

f

]

NORMAL FLOW

|

!

I

\& RECONNECT

SERVICE

ON EAST SIDE OF
VALVE VAULT, &

SEE NC?TE 8

f

STA. 1016+20, 23.6" RT
INSTALL 8” GATE VALVE
AND VAULT, SEE DETAILS!

STA. 1015447, 24.4’ RT.
APPROX. LOCATION OF
LEFT BANK OF BLACK
BRANCH CREEK, SEE
NOTE 1

2 TOVERFLOW / I

APPROX. LOCATION OF
RIGHT BANK OF BLACK
BRANCH CREEK, SEE

|
|
i

\ EXISTING R.OW.

570

570

VILLAGE OF ROCHESTER

565

565

560

555

550

545

540

535

NOTES

1. REST;?AINED JOINTS ARE TO BE USED BENEATH
BLACK BRANCH CREEK.

2. RESTRAIN 1 PIPE JOINT ALONG THE BRANCH OF

THE TEE. RESTRAIN 1 PIPE JOINT ON EITHER
SIDE OF 45° AND 90" BENDS.

"3. WATERMAIN TO BE LOCATED APPROXIMATELY 5

" NORTH OF EXISTING 6" MAIN. WATERMAIN SHALL
BE AWWA Ci51 D.. FLOUROCARBON GASKET
(VITON) TO BE USED. SEE SPECIFICATIONS FOR
DETAILS.

[ 4. ALL EXISTING WATER SERVICES ARE ASSUMED

TO BE %" DIAMETER AND SHALL BE
RECONNECTED TO PROPOSED MAIN.

5. ELEVATION OF EXISTING WATERMAIN IS

UNKNOWN. CONTRACTOR TO SUPPLY NECESSARY
PIPE AND FITTINGS FOR CONNECTION.

6. EXISTING WATERMAIN IS CAST IRON PIPE.

7. SELECT GRANULAR BACKFILL REQUIRED, .
COORDINATE BACKFILL WITH ROADWAY PLANS.

530

8. INTERUPTIONS TO THE CAR WASH SERVICE

SHALL BE KEPT TO A MINIMUM.
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